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Event Outage Trend Analysis

Number of customers out between 15:00 07/21/2006 and 11:08 07/27/2006 for Division System Wide
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Time (YY/MM/DD HH24:MI)

737,000 Customers affected during the
event
-~ 83% Restored in less than 6 hours

— 11% % Restored in 6-12 hours
4% Restored in 12-24 hours
2 % Restored in 24-48 hours
August 29, 2006 0.4 % Restored ivrgreater than 48 hours
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customers)

3 transmission system outages resulting in
substantial outages due to lightening (10,000
customers)

1,400 Dixf =izl arn Sres T eners e s replaced —
efforts nngoing

20% 21% 20% 22% 16%

August 29, 2006 2006 Heat Storm Workshop



Transmission Planning

Capabilities are driven by ambient conditions and customer
behaviors (load factor)

Proactive replacement is more effective
Replacement should be based on condition

Condition monitoring on the distribution system is extremely
complex

August 29, 2006 2006 Heat Storm Workshop




